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:Cast Iron Grate
1 l_6l’l x 1l-61l

Slope 1/8" per Ft.

NOTE:
Sump Pump shall be set in
a position clear of Manhole

Class "C" —
Concrete StepS'
GH
Z NOTE:
Check Valve 9 Piping or Electrical Leads
5“ shall not be placed in the
Pump Manhole Opening.
Discharge\
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* Cau!king/ \
Electrical — | - ;_;..nnjt&:mp Pump shall be
Leads to Pump fully submersible and fully
{In Conduif) automatic.
\17 /—Manhole Opening
NOTE: T

The length and direction of
Pump Discharge Pipe shall be
as required to prevent re-entry
of discharge into the Pit.

I-——;«— 4" Min.

Opening shall be sealed * Gaulking

* after installation of piping
and Elecirical Leads.
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NOTE:

\Jjectrical Lead

Use of a Sump Pump Requires Prior Expressed Approval from the Division of Water Distribution Engineering Office.
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